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GRIDC Performance Statistics
Backbone to Power Delivery 250
e Total Energy 213
Transmitted(GWh):
4,/451.85 200
® Max System
Demand (MW): 156
2,961.00
150
® Average Demand (MW):
2,038.39
99.7 99.46
® Load Factor (%) 100
76.59%
Number of Lines 50
Outages
“Planned (#): 5.2 1.01
56 0 —
“Unplanned (#): SAIDI (Mins/Customer) SAIFI (No. of Times) Transmission System
623 Availability (%)
INDICATOR
Automnatic Load B Annual Benchmark ~ m2019 Q1 Performance
Shedding
~Number of Incidences (#):
50
“Total Duration (hh:mm): F R EQU E N CY D EVIATIO N
138:42
90 85
81.41
80
Manual Load
Shedding 70
~Number of Incidences (#): 60
192
~Total Duration (hh:mm):
40547 50
40
SAIDI: System Average 30
Interruption Duration Index
20 18.59
SAIFE System Average 15
Interruption Frequency
Index 10 .
0
% Of times frequency was within limits % Of times frequency was outside limits
B Annual Benchmark ~ m2019 Q1 Performance
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